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TOPOGRAPHIC PLAN OF SURVEY
PART OF LOT 138, ALL OF LOTS
139 AND 140
REGISTERED PLAN 3459
CITY OF OTTAWA

METRIC CONVERSION
DISTANCES AND COORDINATES SHOWN ON THIS PLAN ARE IN
METRES AND  CAN BE CONVERTED TO FEET BY DIVIDING BY 0.3048

BEARING NOTE
BEARINGS ARE GRID, DERIVED FROM THE CAN-NET VRS NETWORK
OBSERVATIONS ON NCC HORIZONTAL CONTROL MONUMENTS
19773035 AND 19680191, CENTRAL MERIDIAN, 76°30' WEST LONGITUDE
MTM ZONE 9. NAD83 (ORIGINAL).

19773035 N:5006060.42 E:324888.04
19680191 N:5033564.26 E:388064.94

ELEVATION NOTE
ELEVATIONS HEREON ARE GEODETIC (CVGD-1928:1978)AND ARE DERIVED
FROM THE CAN-NET NETWORK MONUMENT: OTTAWA ELEVATION-=95.230

UTILITY NOTE
LOCATION OF UNDERGROUND SERVICES ARE APPROXIMATE AND PER THE
CITY OF OTTAWA SHEETS, AND MUST BE VERIFIED PRIOR TO CONSTRUCTION.
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NEW ADDITION TO

EXISTING BUILDING

NEW COVERED STORAGE AREA TO

EXISTING BUILDING
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C5 X 6.7 channel C5 X 6.7 channel C5 X 6.7 channel C5 X 6.7 channel C5 X 6.7 channel C5 X 6.7 channel

C1

SEE DETAIL 4/A5 FOR TYPICAL

CONNECTION AT WALL

Purlins at 30" o.c. (typ.)

Purlins at 30" o.c. (typ.)

Purlins at 30" o.c. (typ.)

2

NEW EXTENSION
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Canam OWSJ 12" deep
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Canam OWSJ 12" deep

Canam OWSJ 12" deep

Canam OWSJ 12" deep

Canam OWSJ 12" deep

Canam OWSJ 12" deep

Canam OWSJ 12" deep

Canam OWSJ 12" deep

Canam OWSJ 12" deep

Canam OWSJ 12" deep

Canam OWSJ 12" deep

Canam OWSJ 12" deep

COLUMNS

C1 H.S.S. 152 X 152 X 4.78

C2 H.S.S. 3.5" X 3.5" X 1/8"

STRUCTURAL LEGEND

BEAMS

B1 W200 X 31

PLAN FOR STRUCTURAL FRAMING

1

A2

2401-09

Dextor
Architect
THERE WILL BE NO EXCAVATION AT THE REAR FENCELINE TO MINIMIZE IMPACT FROM THE OUTDOOR SHED STRUCTURE.

Dextor
Callout
POSTS NEAR REAR FENCELINE TO BE ALL SCREW PILES AS SPECIFIED.

Dextor
Arrow

Dextor
Line

beckingke
CofA Stamp (w/ date)
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1/4" 9,42"

1/4" 9,42"

 10" 
 31

2" 

INJECTED URETHANE

CHAMFER 1/2" x 45°

DETAIL VIEW 1:8
FOR PRODUCTION

MECHANICAL VALUES OF PRODUCT MATERIAL MUST EITHER MEET OR EXCEED THE STANDARD SPECIFICATION 
(YIELD, TENSILE & ELONGATION)

REV. DESCRIPTION DATE

3 FOR PRODUCTION 2022-05-26

1 FOR APPROBATION 2021-11-25

NO. QTY PART NUMBER DESCRIPTION MATERIAL WEIGHT
LB

1 1 T 312L7 TUBE T 312L7 ASTM A500 GRADE C 51.86

2 1 A312D10P FOLDED HELIX 3 1/2'' X 1/2'' X 10'' ASTM A500 GRADE C 8.16

MATERIALS & PROCESSES STANDARDS

WELDING CSA W59-18

HOT DIP GALVANIZING ASTM A123M

TITLE:

FORMAT DRAWING: SHEET REV.

POSTECH Piles Inc.
10260, boulevard Bourque
Sherbrooke, QC J1N 0G2
Tel : (819) 843-3003
        (866) 277-4389
Fax : (819) 868-0793
Courriel : info@pieuvistech.com

A

Pile 3½" x 7', helix 10" x ⅜"

P312L7-10 1/1 3
THIS PLAN CONTAINS CONFIDENTIAL INFORMATIONS

UNITS: IMPERIAL METRIC

SCALE: 1:10

SEAL:

HEAD OFFICECUSTOMER:

R.BA.

M.S. ROUISDRAWN BY:

VÉRIFIED BY: N/AORDER NO.: 
STD: STANDARD     MTO: MADE TO ORDER    CUS: CUSTOM

PRODUCT
TYPE

STD

X

FRACTIONS: ±1/16"
X.X: ±0.02
X.XX: ±0.01

GENERAL TOLERANCES
(UNLESS OTHERWISE NOTED)

X.XXX: ±0.005"
ANGLE: ±1º
FINISH: 125µ inch

DESIGN LOADS   
LOCATION: ON - Ottawa (City Hall)  
DESIGN CODE: OBC - Latest Edition  
IMPORTANCE CATEGORY: NORMAL  
DEAD LOADS:   
 ROOF : 0.72kPa  
 FLOOR / DECK: 0.5kPa  
ENVIRONMENTAL LOADS:  
 GROUND SNOW LOAD (Ss): 2.4kPa 
 RAIN LOAD: (Sr): 0.4kPa  
LIVE LOADS:   
 WIND LOADS (q1/50): 0.41kPa 
 OPEN TERRAIN  
 FLOOR LIVE LOAD: 1.91kPa 

Location: 450 Bronson Ave, Ottawa, ON 
All pile locations and required loading as per project drawing sheet A2 'Plan for Structural Framing' by Dextor, sealed by M.R. Gadient on 2024-05-01.(ref:attached) 
Pile Count: 7 supporting columns 'C2' 
MIN INSTALL TORQUE : 2000 ft-lbs  
MIN PILE DESIGN LOAD CAPACITY: 5600 LBS (SLS) , 6900 LBS (ULS) U 
INSTALL HELIX TO BELOW LOCAL FROST DEPTH AND AT LEAST 5' BELOW GRADE 
TOP OF PILE SHALL BE MAX 12" ABOVE FINISHED GRADE 
PILE CAPS SHALL BE TYPE AS WITH TAU ADJUSTABLE U-BRACKETS BY POSTECH OR APPROVED EQUAL 

beckingke
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20 Spatial Separation – Construction of Exterior Walls:

Area of

Wall

North

South

East

West

EBF (m2)

L.D. (m) L/H or H/L

59.5 m2 0.43 m 2:1

157 m2 0.28 m 4:1

100 m2 16.9 m 3:1

145 m2 3.59 m 4.1

3.2.3

Permitted

Max. % of

Openings

Proposed

% of

Openings

0% 0%

0% 0%

FRR

(Hours)

2hr

2hr

100% 24.3% 1hr

8% 1.03% 2hr

21 Other –The Sanitary Health provisions under OBC 3.7.4.7 allows for the minimum 1 water closet due to occupant load being less than 9 persons.

Listed

Design or

Description

ULC - W424

Comb

Const

Cladding

9.10.14

Comb.Constr.

Nonc.

Non-comb.

Constr.

SECTION B

3

A5

Roof scupper
location.

15/09/24REVISED FOR PERMIT

MAXIMUM AREA OF EXPOSING BUILDING FACE
NORTH (GROUP F1): 59.5 m2
LIMITING DISTANCE: .43m
RATIO: 2;1
AREA OF ALLOWABLE U.P.O.: 0 SQ.FT.
AREA OF PROPOSED U.P.O. : 0 SQ.FT.
% OF ALLOWABLE U.P.O.: 0%
% OF PROPOSED U.P.O. : 0%

SPATIAL SEPARATION CALCULATION

BASIS OF WALL
ASSEMBLY W3
UNDER ULC
STANDARDS.

NORTH ELEVATION

MAXIMUM AREA OF EXPOSING BUILDING FACE
NORTH (GROUP F1): 13.02 m2
LIMITING DISTANCE: .43m
RATIO: 1;1
AREA OF ALLOWABLE U.P.O.: 0 SQ.FT.
AREA OF PROPOSED U.P.O. : 0 SQ.FT.
% OF ALLOWABLE U.P.O.: 0%
% OF PROPOSED U.P.O. : 0%

AT INTERIOR ADDITION
SPATIAL SEPARATION CALCULATION
AT EXTERIOR ENCLOSURE

INTERIOR ADDITION OUTDOOR ENCLOSURE

A6

beckingke
CofA Stamp (w/ date)
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SITE PLAN

1

A0

OBC MATRIX

2401-09

SITE DATA
Property area assumed =8,659.85 sq.ft. 804.5m2) 
Gross Building area assumed =5,037.67 sq.ft. (468 m2) 
(A single storey structure)
Building Footprint = 5,037.67 sq.ft. (468 m2)
Lot coverage assumed = 58%
Floor Space Index = .6:1.0
Current zoning = xxxx (xxxxx)
Max building height = xxm
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