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P4P4

P4

P4

Existing garage lintel
to remain.  Window to
be framed under
existing garage lintel.

B1 = 2 - 1 3/4" x 9.5"
LVL beam

P4 P4

Post not required

3-2x10 beam flush. 

3-2x10 beam flush. 
Provide joist hangers
for joists.

Stair platform can be
built off the slab on
grade.  Landing to be
framed with 2x8 at
16" joists on 2x4 at
16" wall framing.

Provide 8" wide poured concrete
curb at base of window at existing
garage door.  15M at 16"
horizontal and vertical + dowels
with Hilti HY 200 adhesive into
concrete (4" embedment). 
Provide waterstop and
waterproofing to prevent water
infiltration designed by others.

P4 = 4-2x4 post

Frame beam on top
of B1.

Provide 5"x3.5"x3/8"
brick angle to support
brick.

Provide HGUS 3-210 hanger
by Simpson Strong Tie.

For structural as noted

Post not required
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